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SCOPE OF WORK

THE GENERAL INTENT OF THE WORK IS TO RENOVATE THIS EXISTING
HOUSE, DEMOLISH AND REBUILD THE NON-HISTORIC REAR FIRST FLOOR
ADDITION, ADD ON TO THE REAR OF THE SECOND FLOOR, DEMOLISH THE
BACK DECK, DEMOLISH THE EXISTING GARAGE, AND BUILD A GARDEN
SHED. NO CHANGE OF USE OR OCCUPANCY IS PROPOSED.

REGULATORY NOTES

THIS APPLICATION FOR BUILDING PERMIT IS FILED WITH THE
VILLAGE OF GREENPORT BUILDING DEPARTMENT, IN
CONFORMANCE WITH THE VILLAGE CODE CHAPTER 65.

THE CONTROLLING CODE IS THE 2020 BUILDING CODE OF NEW
YORK STATE AND THE 2020 ENERGY CONSERVATION CODE OF
NEW YORK STATE, IN COMBINATION WITH THE VILLAGE CODE.

REFERENCE HEREIN TO 'BC' SHOULD BE CONSTRUED TO MEAN
THE APPLICABLE BUILDING CODES OF NEW YORK STATE.

THIS SINGLE-FAMILY HOME OCCUPANCY CLASSIFICATION IS
RESIDENTIAL GROUP R-3 UNDER BC CHAPTER 3.

THIS STRUCTURE IS CLASSIFIED AS CONSTRUCTION TYPE V(B)

(UNPROTECTED WOOD FRAME) UNDER BC TABLES 601 AND 602.

TO THE BEST OF MY KNOWLEDGE THE WORK PROPOSED
HEREIN IS COMPLIANT WITH ALL APPLICABLE LAWS, CODES,
AND REGULATIONS.

INSPECTIONS

SPECIAL INSPECTIONS MUST BE PROVIDED IN CONFORMANCE WITH THE
REQUIREMENTS OF BCNYS 1704 & 1705.
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WINDOW SCHEDULE, ENERGY CODE COMPLIANCE SANCHEZ
U-FACTOR/ R-VALUE SHGC RESIDENCE
ID ASSEMBLY MAKE/MODEL R.O. HARDWARE NOTES QTY | ECCNYS PROPOSED | ECCNYS PROPOSED 151 CENTRAL AVENUE
(A) | INSWING HOPPERWINDOW | ANDERSEN CUSTOM | 24'wx12'h | PER OWNER LOW-E4, TEMPERED 2 | 032 0.30 (PASS) | 0.40 0.28 (PASS) GREENPORT, NY 11944
¢ | CASEMENT WINDOW ANDERSEN CX135 32'wx42"h | PER OWNER LOW-E4, TEMPERED, EMERGENCY EXIT | 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS)
) L/STAT/R CSMT WINDOW ANDERSEN CUSTOM 90"wx50"h | PER OWNER LOW-E4, MATCH EXISTING LAYOUT 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS) TN
1/
(D) D.H. WINDOW ANDERSEN TW2036 26'wx45'h | PER OWNER LOW-E4, TEMPERED 2 |032 0.30 (PASS) | 0.40 0.28 (PASS) TRUE
(E) R/R/R CSMT WINDOW ANDERSEN CW335 84"'wx42'h | PER OWNER LOW-E4 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS) .
(F)# | CSMT WINDOW ANDERSEN CXW145 32'wx57"h | PER OWNER LOW-E4 2 |032 0.30 (PASS) | 0.40 0.28 (PASS) ER\OJECT \
©) DBL D.H. WINDOW ANDERSEN TW2442 60"'wx54"h | PER OWNER LOW-E4, GANGED 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS) 4258
(H) D.H. WINDOW ANDERSEN TW2442 30"wx54"h | PER OWNER LOW-E4 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS) TAX MAP NO. 1001.5.24
I WQ%\/\/\/\/ 0 EX 6" 4 \E;WK/V\/\/REBLAW/EEN/‘V\/W\/J\/“ .00 BID SET 01.03.2024
< @ D.H. WINDOW ANDERSEN TW28410 34"w x 61"h PER OWNER LOW-E4 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS) .00 | UPDATED PERMIT SET 02.15.2025
( O D.H. WINDOW ANDERSEN TW28410 34'wx61"h | PER OWNER LOW-E4 6 | 032 0.31 (PASS) | 0.40 0.28 (PASS) 06 | VARIOUS UPDATES VARIOUS
/\_/\A/\ \w .07 AMENDED HPC SET 09.02.2026
K>+ CSMTWINDOW— 1 ANDERSENCX15 32'wx61h | PER OWNER “towes """ 032 30 (PASS) | 0.40 70.28(PASS) |
(L)® | CSMT WINDOW ANDERSEN CX15 32'wx61"h | PER OWNER LOW-E4, TEMPERED 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS)
M) D.H. WINDOW ANDERSEN TW20210 26'wx37"h | PER OWNER LOW-E4 1 0.32 0.30 (PASS) | 0.40 0.28 (PASS) DRAVN B LACHAPELLE
(N) CSMT WINDOW ANDERSEN C135 24"wx42'h  PER OWNER LOW-E4, TEMPERED 2 032 0.30 (PASS)  0.40 0.28 (PASS) CHECKED BY: J. LACHAPELLE
NOTE: THIS IS AN 11" x 17" SHEET
WINDOW NOTES DRAWINGS MAY BE PRINTED NOT TO SCALE
1. PROVIDE LARGEST WINDOW FEASIBLE WITHIN EXISTING FRAMING; SUBMIT A LIST OF ROUGH
OPENINGS AND PROPOSED WINDOW SIZES PRIOR TO PURCHASE FOR OWNER/ARCHITECT REPLACE BOTH SASHES AT (6) WINDOWS TO PROVIDE LaChapelle Architecture PLLC
REVIEW. INCLUDE ACCESSORIES AND OPTIONS FOR EACH WINDOW FOR OWNER 2-OVER-2 WINDOW APPEARANCE P.O. Box 1251
CONFIRMATION. Mattituck, NY 11952
(646) 251-5058  jake@lachapellearchitecture.com
2. PROVIDE SCREENS, HARDWARE, AND ACCESSORIES FROM MANUFACTURER'S WHOLE
CATALOG.
¢ COMPLY w/ R310 FOR EMERGENCY EXIT OPENINGS
_NERGY CODE COMPLIANCE (CONT.) U-FACTOR RVALUE SHaC
ASSEMBLY MAKE/MODEL DIMENSIONS | HARDWARE NOTES QTY | ECCNYS PROPOSED | ECCNYS PROPOSED
1 NOM. 6" EXTERIOR PARTITION 2" SPRAY FOAM + 3.5" MINERAL WOOL | - 20 0r 13+5° | 29 (PASS)
2 CRAWLSPACE WALL 2" XPS RIGID FOAM 10113 13 (PASS)
- ROOF 7.5" SPRAY FOAM - 49 52 (PASS)
a - R20 CAVITY OR R13 CAVITY + R5 CONTINUOUS b - R10 CONTINUOUS OR R13 CAVITY ON INTERIOR ¢ - PROVIDE PERIMETER INSULATION PER CODE

AS REQUIRED BY ECCNYS TABLE R402.1.2 THE NEW PERIMETER WALL ASSEMBLY MUST ACHIEVE
R-20. THE NEW ROOF ASSEMBLY MUST ACHIEVE R49. THE NEW BASEMENT WALL AND SLAB MUST
ACHIEVE R-10 CONTINUOUS. PROPOSED ASSEMBLIES EXCEED THESE VALUES.

IN ACCORDANCE WITH R503.1.1.2 EXISTING CEILING, WALL, OR FLOOR CAVITIES EXPOSED DURING
CONSTRUCTION OF AN ALTERATION NEED NOT MEET THE REQUIREMENTS OF THE ECCNYS,

PROVIDED THAT THE EXPOSED CAVITIES ARE COMPLETELY FILLED w/ INSULATION.

SEE REScheck REPORTS FOR ADDITIONAL DATA.

BLOWER DOOR: AS REQUIRED BY ECCNYS R402.4.1.2 THE ADDITION IS TO BE TESTED AND VERIFIED AS

HAVING AN AIR LEAKAGE RATE NOT EXCEEDING 3 AIR CHANGES PER HOUR. TESTING SHALL BE
CONDUCTED IN ACCORDANCE WITH RESNET / ICC 380, ASTM E779 OR ASTM E1827 AND REPORTED AT A
PRESSURE OF 0.2 INCH WATER GAUGE (50 PASCALS). IN PREPARATION FOR TESTING CONTRACTOR IS TO
ISOLATE AND SEAL ADDITION FROM EXISTING HOUSE. [DEPRESSURIZE EACH SPACE TO -50 PASCAL AND
ELIMINATE AIR FLOW BETWEEN THE TWO SPACES. OWNER WILL PROVIDE AND PAY FOR TESTING,

CONTRACTOR GUARANTEES RESULT.]

SEAL ALL IC-RATED RECESSED LIGHTING FIXTURES AT HOUSING/INTERIOR FINISH AND LABEL TO INDICATE

<2.0 CFM LEAKAGE AT 75 PA.

WINDOW SCHEDULE
ENERGY CODE
COMPLIANCE

&

SHEET NO:

A3.07

SHEET 3 OF 31




REPLACE BOTH SASHES AT (6)

WINDOWS TO PROVIDE 2-OVER-2

WINDOW APPEARANCE
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1. PROVIDE NEW INTERIOR TRIM AT WINDOWS, DOORS, BASE, CROWN, ETC.
2. PROVIDE NEW GWB AT WALLS AND CEILINGS
3. PROVIDE NEW AND SALVAGED EXTERIOR TRIM
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SEE CSK-08 FOR
UPDATES TO FRONT
FACADE

VC EXTERIOR SHUTTERS

SCOPE NOTES AT BEDROOM 2:

1. LEVEL BEDROOM 2 FLOOR CANTILEVER
USING JACKS AND STRUCTURAL BRACING

2. INSTALL NEW FOOTINGS AND COLUMNS
PER SHEET A9 AND DETAILS

3. PROVIDE SISTERED JOISTS AS INDICATED
ON SHEET A9 AND AS NEEDED

4. PROVIDE NEW SHEATHING AT BEDROOM 2
EXTERIOR AS NEEDED

5. APPLY WEATHER-RESISTIVE BARRIER AT
ENTIRE EXTERIOR OF BEDROOM 2

6. REPLACE CEMENT SHINGLE SIDING AT
EXTERIOR OF BEDROOM CANTILEVER IN
KIND, AS NEEDED

5. REPLACE WINDOWS AT BEDROOM 2 IF
DETERMINED NECESSARY BY AOR AFTER
LEVELLING IS COMPLETE

6. REPLACE ALL INTERIOR FINISHES AT
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